
Subject to change without notice

SELCO SIGMA S6500
UI MODULE
Connections

FRONT REAR

SIGMA�

ALARMPWR1 PWR2

Mode

Page

Amp. kW kVAr Prot.
PAGE
DOWN
PMMisc.

No

Gen.

Volt.

EnterEnter

Yes

DutyReset Test

C/B CLOSED

PROTECTION TRIP

IN OPERATION

OFF DUTY

ENGINE ERROR

1
2

3
4

D
IP

O
N

C
A

N
B

U
S

P
R

O
G

P
O

W
E

R
S

U
P

P
L
Y

SELCO A/S · Betonvej 10 · DK-4000 Roskilde
Phone: +45 7026 1122 · Fax: +45 7026 2522

E-mail: selco.dk@selco.com · Web: www.selco.com

3
4

1
2

3

1
2

1
2

3
4

5

R
S

2
3
2

R
E

S
E

T
I/O

A
L

A
R

M

1
2

3
4

5
6

7
8

9
1
0

1
2

3
4

1
2

3
4

� UI MODULE

S6500

CAN H

CAN L

COM

+

-PRIMARY
SUPPLY

BACKUP
SUPPLY +

-

ALARM (NE)

COM

LED TEST

IN
P

U
T

S
&

O
U

T
P

U
T

S
F

O
R

F
U

T
U

R
E

U
S

E

SELCOUSA.com 


